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into end-use energy services such as heating, ventilating, air conditioning (HVAC), or lighting.Most discussions of the potential impact of the National Information Infrastructure (NII) onutility operations, e.g., (Olken, 1994), have focused primarily on the impact of the NII on tradi-tional utility delivery of energy inputs (especially electricity), e.g., transmission and distributionautomation, automatic meter reading, real-time pricing, remote operation of cogeneration plants,and load management. These discussions have been concerned with internal utility operations, andutility-customer interfaces.In contrast, here we are concerned with the impact of the NII on the conversion of energy inputsinto end-use energy services in the commercial building sector. Our discussion mainly concernscustomer information systems rather than utility information systems. Furthermore, whereas mostother discussions emphasize only the operational phase of the building life cycle, here we wishto consider the impact on the entire building life cycle, i.e., design, construction, commissioning,operations, and maintenance.3 Energy Services SectorOne of the hallmarks of advanced market economies is the outsourcing of many service functionswhich were traditionally performed internally by households, landlords, or �rms. A commonplaceexample concerns food preparation, which has seen a dramatic rise in consumption of processed(rather than raw) food and restaurants meals. Among �rms, outsourcing of information processingservices, distribution services, food preparation (catering), manufacturing, janitorial, security ser-vices, and supply (stores) management services is increasingly common. Such large diverse servicesectors are characteristic of advanced market economies.Similar outsourcing of direct services is occurring in the commercial building end-use energyservices sector. Instead of building owners operating and maintaining their HVAC systems andbuilding energy management control systems (EMCSs) these functions are being contracted out toother �rms.The economic rationale for this outsourcing of direct end-use energy services varies. There areadvantages of specialization and of economies of scale in servicing multiple buildings in a metropoli-tan region. There may also be �nancial advantages, in that energy service companies may havebetter access to capital markets than individual landlords (in part because they can reduce investorrisks by aggregating a number of projects together in a manner similar to mortgage securitization).Flat rate maintenance contracts for equipment can also be seen as an type of insurance contractfor equipment failures. Other forms of risk transfer, e.g., with respect to price movements of fuels,can also be arranged. The increasing complexity of HVAC systems and EMCSs encourages thecontracting out of maintenance to specialized �rms.Indirect services for the commercial building end-use energy sector, such as designing, installing,integrating, commissioning, �nancing of HVAC, lighting, and EMCS systems are also a growingsector.The energy services industry is comprised of a number of di�erent types of �rms: equipmentvendors, contractors, architectural and engineering �rms, and energy service companies (ESCOs).Retro�t ESCOs typicallymarket, manage, �nance, and (sometimes) operate building energy retro�ts.(Often referred to simply as ESCOs). This segment of the industry is estimated at $500M - $800Mannual revenues. Total annual expenditures for utility demand side management programs are about$2.4B.Full-service ESCOs supply end-use energy services (HVAC and lighting) for building operators,i.e., they actually operate and maintain the building HVAC and lighting equipment. Such end-useenergy services may be supplied by a number of di�erent types of �rms: building management �rms,facilities management �rms, building maintenance �rms, HVAC and control system vendors, retro�tESCOs, and utilities. Outsourcing of end-use energy services is presently more common in France2



than in the United States.Utilities are well positioned to compete in the end-use energy service market by virtue of theirextensive telecommunications and service infrastructure, ready access to capital, �nancial stability,experience with Demand Side Management (DSM) programs, and reputations for reliable service.Aside from the �nancial opportunities of supplying end-use energy services, utilities may choose toenter the end-use energy service sector in order to preserve market share for their traditional products(gas and electricity), as end-use energy service �rms can increasingly choose among competing energysuppliers.4 Information Processing TechnologyThe energy service sector is currently undergoing major changes because of rapid improvementsin information processing technology. The cost of electronic sensors, electronic motor and lightingcontrols, communications, and computers is falling rapidly compared to the cost of labor and energyinputs. Hence, there are large economic incentives to substitute information processing technology- in the form of better building design, variable speed fans, lighting dimmers, and sophisticatedbuilding energy management control systems - for manually operated controls and energy inputs.In particular, declining costs for communications make remote building monitoring and controlincreasingly attractive for many small and medium-size building owners. Remote building operationsa�ords signi�cant economies of scale in labor costs for sta� to monitor the buildings and diagnoseproblems. Note that remote building operations may be undertaken either directly by large ownersof multiple buildings, or by specialized service �rms.Remote building monitoring and control of multiple buildings in a metropolitan region also o�ersthe prospect of creating a database of similar buildings under similar weather loads which can beused to benchmark the performance of individual buildings.Experience indicates that such sophisticated HVAC and EMCS systems often do not yield theanticipated savings without careful commissioning of the buildings (initial testing and tuning) andclose attention to operations and maintenance.Virtually all buildings have serious problems associated with poor start-up and checking. Closescrutiny of energy monitoring, audits, and operations & maintenance (O&M) surveys reveal op-portunities for e�ciency improvements that go unnoticed by operators and owners. Several studiesfrom the Paci�c Northwest suggest that nearly every building has signi�cant problems when buildingperformance is assessed by a commissioning agent's functional testing (Piette et al., 1994, and Yo-der and Kaplan, 1992). One recent LBL study of utility funded commissioning of energy-e�ciencymeasures found that the life-cycle savings from commissioning exceeded the costs of commissioningin 11 of 16 case study buildings (results will soon be published). Commissioning makes sense andsaves energy.It has been well documented (see, for example, the work of Herzog and LaVine, 1992, or Claridgeet al., 1994) that 15 percent cost savings on whole building energy are possible with improvedoperations and maintenance. These savings are due to �xing equipment in need of maintenance,better scheduling, less waste, more optimal operation, better tuning and calibration, and more useof existing equipment such as an EMCS.5 Utility InterestAs described above, institutional changes in the commercial end-use energy service sector (i.e.,increased outsourcing), changes in utility regulatory environment, and technological changes havecombined to encourage utilities to enter the commercial building end-use energy services sector.As we shall see in the second part of this paper, building life cycle information systems greatlyfacilitate the e�cient delivery of end-use energy services. Hence, this topic is of clear interest to3



those utilities (and other �rms) which o�er end-use energy services.However, building life-cycle information systems are even of interest to utilities which do not planto provide end-use energy services. Such systems can supply utilities with information for: marketresearch, planning transmission and distribution facilities, evaluation of demand-side management(DSM) programs, and short term load forecasting.Also, customer interest in more sophisticated electricity price tari�s, such as real-time pricing,clearly hinges on the existence of some control system (manual or automatic) at the customer sitewhich can respond to price changes. By facilitating the adoption of sophisticated building energymanagement control systems, building life-cycle information systems help create a market for real-time priced electricity.6 Public Policy IssuesThe public policy implications of this topic arise primarily from the prospects of improvedenergy e�ciency in commercial buildings. Studies at LBL and elsewhere have suggested annualsavings in energy costs of 25 per cent due to building design improvements, 15 percent savings fromimproved building commissioning and similar savings from closer attention to building operationsand maintenance. These savings are not simply cumulative, since the studies were done on di�erentbuildings. Since the commercial building energy sector is about $85B annually, this suggest apotential annual savings of $15B to $30B in energy costs, partially o�set by some additional costsof improved design, commissioning and operations and maintenance.Improved energy e�ciency yields a number of public policy bene�ts: reductions in trade de�cits,improvements in energy security, reductions in air pollution, reduction in carbon dioxide production(and global warming), and improved economic competitiveness.Another public policy issue is the prospect of improved indoor air quality via more e�ectivemonitoring and control of ventilation systems.
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Part IIResearch AgendaIn this part of the paper we discuss a research agenda for building life-cycle information systems inthe delivery of end-use energy services in the commercial building sector. The Building PerformanceAssurance Program has recently commenced at Lawrence Berkeley Laboratory.Despite signi�cant advances in building technology and the promulgation of tighter buildingcodes, buildings consume one third of all energy used in the United States at a cost of $200 bil-lion/year, half of which is wasted compared to what is cost-e�ectively achievable. Assuring totalbuilding performance (health and productivity, as well as energy) ought to be a national goal andpriority in an increasingly competitive world. Achieving this goal requires a careful reexaminationof the process by which buildings are designed, built, and operated. A life-cycle perspective onhow information is managed in the building sector provides useful new insights and opportunitiesfor achieving performance potentials. This announcement describes an internally funded, fast-trackproject to explore these issues, with the goal of then creating public-private partnerships to developworkable, cost-e�ective solutions to assuring building performance.7 PURPOSECommercial building performance consistently falls short of its potential, with costly results topeople and institutions in the US. Energy use in commercial buildings accounts for $85 billion peryear, more than half of which could be saved if the experience in a small number of unique, carefullydesigned and operated buildings could be widely replicated. Occupant health and comfort su�er inpoorly conditioned spaces, resulting in lost productivity and a growing incidence of multi-milliondollar lawsuits. However the outlook is not entirely bleak. Individual buildings have been designed,built and operated to use less than half the energy of typical design practice today, and with levelsof comfort, health and productivity that exceed todays norms.The technical prescription to assure better building performance is conceptually simple: 1) Usingcomputer-based design tools, develop integrated building systems that meet occupant comfort andperformance needs at less than half the energy intensity of today's new buildings; 2) Constructthe building as designed; 3) Employ sophisticated, but cost-e�ective commissioning procedures { aseries of controlled subsystem functional tests during the startup of a newly constructed building { toverify that the building initially operates as designed; and 4) Implement appropriate operations andmaintenance procedures to ensure that ongoing operation continuously meets occupants needs andbuilding e�ciency criteria. In most buildings this consistent attention to assuring proper buildingperformance throughout the life cycle of the building is never achieved, with predictable harsheconomic and human impacts { billions of dollars of energy wasted, millions of hours of productivitylost, unnecessary health care costs, and rising insurance premiums to guard against �nancial risks. Ifonly a small amount of these resources were invested in a di�erent paradigm, much of the potentialcould be achieved.Public and private e�orts are underway to develop some of the tools needed to design, commission,and operate buildings more e�ciently than in the past. But these piecemeal activities exist in aperverse, compartmentalized, cost-conscious, risk averse environment that limits their e�ectiveness.Anecdotal evidence suggests that 25% of all building professionals time is spent simply managingthe cumbersome process of information 
ow between the various actors involved in each phase of thelife cycle, and between stages in the building life cycle. Even with this huge investment, the resultsare poor { little of the design intent, data, and documentation generated in the design phase (Figure2) is available months later in suitable form to the commissioning agent, who must then recreate the6



data needed for proper commissioning. These costs are then built into the fee for commissioning,which becomes an impediment to the widespread use of commissioning procedures. The buildingoperators are unlikely to inherit much of the designers' or commissioners' knowledge base | theyare on their own to develop by trial and error the procedures that will result in proper buildingoperations. With unlimited funds, any of these obstacles can be overcome. In the real world, thesedisconnects and ine�ciencies in the information 
ow throughout the life cycle are a primary causeof the failure to meet performance targets.While the popular press discusses the Information Superhighway, the building profession isbogged down in the mud of an unpaved, unmapped back road. Traditionally, communicationsduring the building life cycle are transmitted via voice, written documents, and annotated draw-ings. The development of computer-based analytical tools, such as those used for structural orenergy analysis, has generated the need for a variety of distinct representations of the building. Thecost and bulk of the building documentation, the di�culty of abstracting information for analysesand the di�culty of understanding engineering speci�cations have created costly barriers to furtherautomation of the 
ow of building information throughout the life cycle. Vast amounts of usefulinformation, such as equipment speci�cations or design objectives, are \lost" in subsequent phasesof building operation because there is no e�ective archiving and transferring critical information.Decision makers in each stage are di�erent and disconnected from each other, allowing informationto be lost, with few mechanisms to e�ciently retrieve complex historical information. For example,information on as-built (or modi�ed) designs are often inadequately maintained and must be recre-ated when further building renovations or retro�ts are required. Furthermore, research on buildingtechnologies and processes to date have attempted to address the needs of isolated stages, missingthe synergies of an integrated approach. Figure 2 illustrates the problem this program of researchaddresses and schematically indicates the proposed solution.
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The goal of this program is to address these problems by initiating the development and standard-ization of a set of integrated building life-cycle information systems. These systems are individuallyoptimized to respond to the speci�c needs of each phase of the building's life-cycle, but are linkedby an informational infrastructure (the Building Life-cycle Information Support System). BLISSserves as the backbone around which a dynamic data archive can be constructed in parallel withthe building's construction (Figure 3). Tools for individual phases and sub-phases of the building'slife cycle can then be developed to be interoperable with the backbone, while maintaining their ownfunctionality.
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Achieving the program goal in commercial buildings would greatly improve the competitivenessand productivity of American industry by providing signi�cantly enhanced performance; the po-tential performance bene�ts need not increase the life-cycle costs and may actually reduce them.Examples of the potential bene�ts include: more comfortable buildings, increased occupant produc-tivity, increased energy e�ciency, lower operating costs, and improved indoor air quality. Currently,much of the potential is not captured because there is insu�cient knowledge about either the bene�tsor the associated cost impacts.To achieve these performance and productivity goals there will have to be a broad transformationin the market that dictates the way that buildings are built and used. There are numerous barriersimpeding such a market transformation. These include technical, institutional, and behavioralbarriers that will each be evaluated and addressed as the life-cycle information system is developed.The use of building life-cycle information systems will dramatically improve the design of newbuildings by furnishing the ability to compare, contrast, and assess both existing and new proposeddesigns. Experience and data gained from operating actual equipment could be used to evaluateoriginal design concepts. Figure 3 shows how this information ideally would 
ow within the buildinglife-cycle. In addition to immediate practical bene�ts for design, construction and operations, thisfeedback will provide the foundation of an improved information base for further research in buildingperformance, which in turn should generate new opportunities to develop and apply new integratedbuilding technologies.E�ective information 
ow should also ensure that important engineering and economic infor-mation will be automatically available to the building decision makers in a form that would beeasy, or even compelling to use. Development of this information vehicle and the associated pro-cess of using the proposed system will require examination of institutional information systems anddecision-making processes as well as traditional engineering and economic concepts. One criticalsuccess factor will be the careful consideration of the typical needs and problems of building decisionmakers so that the systems will prove invaluable in performing their jobs. The resulting institutionalmemory will then be embedding in the life-cycle of the building.8 GENERAL APPROACHThe initial e�ort has been to re�ne the overall conceptual framework for the integrated buildingperformance systems as described above. The majority of the early e�ort, however, will focus on threeprojects: Building life-cycle information support system (BLISS); Commissioning information tools(CIT); and Performance evaluation and tracking tools (PETT). These three projects are proceedingsimultaneously. The �rst project is broadly directed at establishing the long-term vision for adynamic building life-cycle information system. The other two projects, focusing on informationsystems for commissioning and performance tracking during operations, are designed to generateuseful near-term impacts. The projects are described brie
y below and in more detail in the followingsections:� Building Life-cycle Information Support System (BLISS)The focus of this project is to create an information infrastructure for data exchange andarchiving. Tailored tools would be connected to this infrastructure. This research is focusedon software that may not have a direct impact on the market for several years, but whichindirectly a�ects the development of the tailored tools. The �rst year's e�orts will emphasizethe development of a database structure and distributed systems architecture with specialemphasis on the needs of CIT and PETT. Key products in the �rst year will include thecreation of a preliminary speci�cations for the distributed systems architecture and databaseschema, as well as a computer-based mock-up.11



� Commissioning Information Tools (CIT)The goal of the project is to link the operation of the building to optimal performance.E�orts during the �rst year will aim at developing a standardized commissioning processand computer-based information tools, starting with selected sub-systems such as chillers orvariable-frequency drives. These tools will specify procedures for commissioning, monitoringguidelines, electronic documentation requirements, and methods to continue using this infor-mation in the operations phase of the building life-cycle. Key products will include a prototypecommissioning tool for a key building subsystem and a mock-up of a commissioning modulefor integration with BLISS.� Performance Evaluation and Tracking Tools (PETT)Documenting and eventually improving ongoing building performance is the central theme ofthis project. The early focus of this project will be on the fundamentals of de�ning buildingperformance and the determination of the hardware and analysis techniques necessary to de-termine performance in operational buildings. As the project progresses, speci�c PETTs willbe developed to allow associated decision makers to cost-e�ectively use performance data.Key products include metrics for the evaluation of building performance including an evaluationof existing systems, and a PETT case-study in a well- instrumented building, demonstratingthe potential interaction with BLISS.9 PARTNERSHIPS & PROJECT ADVISORY GROUPThis program cannot succeed without strong partners. Partners serve several critical needs: aspotential �nancial sponsors for the next phase of work; as potential research collaborators; as sourcesof valuable information in areas where LBL does not have experience or expertise; most importantly,as potential partners for the tools and processes under development in this program. As key playersin our research e�ort, partner feedback and participation is critical to our success. LBL is activelyseeking out interested partners to continue this program.This program will form an advisory group of stakeholders and others to advise the researchers.Its key role is to assist us in formulating and revising project plans, providing a network of support.Individual projects may rely on informal advisory groups, focus groups or panels as needed.10 Project A: Building Life-cycle Information Support Sys-tem10.1 GENERAL DESCRIPTIONIn this activity the �rst prototype of an integrated building life-cycle information support system(BLISS) will be developed and evaluated. The goal of this e�ort is to create a software infrastructurethat can be used to link interoperable software tools throughout the building life-cycle. This projectis an ambitious undertaking that will be successful only if it attracts the interest and participationof major building industry participants. Partnerships with these industry organizations will bedeveloped to evaluate, enhance, and extend the BLISS prototype.This project has three major elements: 1) to specify the distributed systems architecture, 2) tobuild life-cycle database, and 3) to develop a mechanism to capture design intent.12



The distributed systems architecture will describe how various building software components willcommunicatewith each other. The building database schema will specify the structure and semanticsof the database, providing a common vocabulary for the software components. The database schemacan also be used as part of the semantic speci�cation of the building automation network applicationprotocols.The capture and representation of design intent (goals, speci�cations, decisions), will provideinformation that is necessary later in the life-cycle for successful building commissioning and opera-tions. Formal mechanisms for this capture currently are not well developed, with a reliance insteadon word of mouth, and limited written documentation. Thus, one goal of the project is to pursueformal methods for the representation of design intent, through recording design goals for speci�cclients and buildings as well as the formal encoding of building codes. This work should facilitatethe development of automatic code veri�cation and commissioning software tools.10.2 BACKGROUNDA standardized building information infrastructure o�ers many advantages over current practice.For the owner, it should improve communications among design team members and reduce therisks associated with discontinuities as the building moves through key life-cycle stages. Architects,engineers, and contractors might ultimately experience fewer lawsuits and lower insurance premiumswith the use of such information systems. Professional liability insurers currently are promotingbuilding commissioning as a loss prevention strategy. For the tool developer, it should reduce thecost of developing new building software tools by reducing the need to develop and test new datastructures for describing the building. This integration will help reduce barriers to the entry of newsoftware developers into this underserved market. The size of the market should increase as new toolusers experience lower learning costs and less risk because new software o�erings will be easier tointegrate into existing portfolios of building software tools. The overall result should be accelerateddevelopment and use of new and more powerful building software packages in the private sector.Within LBL, new linkages will be established with the current building design and simulationsoftware development e�orts. Existing software development projects such as PowerDOE and theBuilding Design Advisor (Papamichael, 1994, Novitsky, 1993, and Birdsall, et al. 1990) will beexamined with an eye toward how they might bene�t from a linkage to BLISS. E�orts to partnerwith other private and public software developers will be expanded, with the objective of promotingthe development of interoperable software tools that share common database schema and buildingdescriptions.10.3 RESEARCH TASKSCreating an integrated building life-cycle information support system (BLISS) is a major e�ortthat begins with initial programming and design. BLISS would provide a repository for storinginformation about the building and a distributed computing environment with standardized meth-ods and procedures for connecting the various tools and support system software together. Morespeci�cally, it would encompass traditional descriptive information about the building, like productspeci�cations and CAD drawings, and less conventional items, such as performance criteria and de-sign intent, models representing the interaction of complex building systems, results from functionaltests during start-up, and distributed intelligence embedded in building systems.The researchers developing these systems will build on the existing disconnected, and oftenincomplete building data structures and software tools, adding to, integrating, and restructuringthese elements to meet performance objectives such as optimized energy e�ciency and environmentalquality throughout the building life-cycle. For example, the database schema design will evolve from13



a careful evaluation of the many existing options and a synthesis of the best features available inexisting tools. First year activities would include development of a conceptual framework for thelife-cycle information support system, creation of a computer-based mockup of all BLISS elements,initial speci�cation of the distributed systems architecture and development of prototype databaseschema. An e�ort will be made to quantify the costs and bene�ts to users of such a life-cycleinformation system to ensure that the resultant products are useful in the real world.Figure 4 is a schematic diagram of all of the components of the life-cycle information supportsystem and their relationship to the core infrastructure software services. The BLISS prototype isintended to provide the services shown in the diagram: database management services, interprocesscommunications, and directory services.
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11 Project B: Commissioning Information Tools11.1 GENERAL DESCRIPTIONThe general approach of this project is to improve the transition from building design to con-struction and initial occupancy by creating information links between the design and start-up phaseswith Commissioning Information Tools (CIT). Commissioning is the process by which a building isinspected and tested to ensure that it has the capability to operate as intended. A non-burdensomecommissioning process will produce buildings that have lower operating costs while providing a morehealthy indoor environment that will increase productivity and user satisfaction.Commissioning software and information tools create a pathway to carry the design informationinto commissioning. Looking upstream, it can be seen as one of the �rst modules, or software tools,that is designed from the start to be compatible with the overall building life-cycle software anddata structures (Bliss). Commissioning information is also important for downstream phases ofthe life-cycle. It is therefore a starting point for the Performance Evaluation and Tracking Toolsproject (PETT), which focuses on tracking buildings performance during ongoing operations. Whilemostly concerned with new construction, commissioning of existing buildings (often referred to asrecommissioning) or retro�ts will be considered for future phases of the project beyond the �rstyear.The speci�c objective of this project is to develop the initial conceptual design for an informationsystem in a standardized commissioning process, and to develop prototype software modules relatedto speci�c building subcomponents. This software will be available for application in �eld demonstra-tions by the end of �rst year of the Building Performance Assurance program. The commissioningprocedures de�ned in the software could be incorporated, perhaps by reference, into building designand construction speci�cations.11.2 BACKGROUNDBuilding systems and energy-e�ciency measures often do not perform as well in practice asintended at the design stage. The di�erence between design and actual performance is related tothe di�erences between engineering theory, real world practice, and Murphy's Law. For example,on paper, a cooling tower design may appear to be properly integrated with the complete coolingsystem, while in practice, problems might appear. These problems can be traced to some phase ofthe building life-cycle. Incorrect assumptions about cooling loads at the design stage often resultin incorrect sizing. Improper control sequences during installation and start-up can defeat optimalperformance. Lack of proper maintenance and water treatment can cause reductions in operatinge�ciency over the life of the system.Recent research at LBL and elsewhere has shown that there are construction and start-up prob-lems that reduce building performance in virtually all buildings. Building commissioning proceduresand functional tests are designed to identify such problems. Commissioning currently means manythings to di�erent people, and it is not done in a consistent manner, if done at all. Commissioningsoftware tools will help standardize the process, and create a set of electronic documents that setthe stage for ongoing performance analysis as the building enters full-scale operation. The primarybene�t is to get design intent translated into initial operation. By creating a standardized commis-sioning software tool we will help address the lack of knowledge about how to do commissioning.There are several libraries of functional test procedures in the United States. This project will seekto compile the universal features of these tests, and make them available in a consistent format so16



results can be tracked for a single building. The results will also be useful to owners or managersresponsible for multiple buildings to compare commissioning experiences among buildings. Anotherbene�t will be to allow commissioning to incrementally improve operating performance above designexpectations.11.3 RESEARCH TASKSThe �rst year activities will be conducted in cooperation with interested building owners andother partners (such as utilities and government organizations) that promote commissioning. Part-ners will also be used to understand the needs of the real-world users and to collect suggestions forimprovements to the proposed approach. Several candidate buildings have been discussed for casestudy sites to develop the commissioning process. Results from demonstrations will be combinedwith existing case study data to determine the potential costs and bene�ts of widespread commis-sioning. The commissioning speci�cation and associated software will serve as a voluntary standardthat can be re�ned based on feedback from a constituency of users whose support will be critical forgrowth in this area. The research tasks will start with an evaluation of best practices and de�nitionsof key requirements for practical commissioning procedures and related speci�cations. The natureof information and data in current design tools will be assessed as they pertain to information needsfor developing commissioning procedures.The goal of the �rst year is to develop the conceptual design for a software information tool foruse within the commissioning process, and speci�c modules ready for �eld testing. Commissioningstandards and speci�cations vary signi�cantly by building and system type. Therefore, this projectwill tackle a subset of the commercial building systems in the �rst year. The �rst year tasks willinclude an examination of the potential costs, energy savings, and non-energy bene�ts of commis-sioning, focusing on the bene�ts of using the proposed information tools. Explicit links between datain the commissioning software tool and the building operations software tool will be developed. Acontinuation of this process will be necessary to support the full-scale development of commissioningsoftware tools. The tool will be expanded to cover a greater number of commercial building systems.Demonstrations will be necessary to show the value of applying the software. The software itself willcontinue to evolve as other elements of the building performance assurance systems are developed.12 Project C: Performance Evaluation and Tracking Tools12.1 GENERAL DESCRIPTIONThe basic approach of this project is to develop information systems that allow the performanceof the building to be continuously evaluated and tracked as part of its normal operation. The initialfocus will be on de�ning many of the major and relevant indices for evaluating the various aspectsof buildings performance and the information tools necessary to use them in the operating phaseof a building's life. These systems will evolve into data speci�cations for advanced monitoring, andsoftware for collecting the data and performing evaluations, which ultimately could be linked tooptimization and diagnostic functions. Initial activities will center on software design suitable for anon-site or remote user. Another area of research may be higher-level performance analysis software,for more sophisticated engineering analysis.The information tools developed in this project should ultimately be used by all the decisionmakers in (at least) the operational phase of the building, but the shock troops during operationare the occupants and operators who interact with the building on a daily basis. Accordingly, this17



project will emphasize operator needs and interfaces to assure that the tools developed will be usefulto them. Many of the other decision makers in this phase will be dependent on the building operatorsto supply them with information. Eventually, a suitable information repository could allow some ofthese functions, such as major retro�t decisions, to be decoupled from daily operation.It is likely that if building performance information systems were used, the ability to compare,contrast, and assess existing designs would dramatically improve the design of new buildings. Thisfeedback could provide the foundation for further research in building performance, with improvedinformation on which to develop advanced building technologies. Another outcome will be spin-o�opportunities to assist in the development of advanced, integrated building technologies.There are two deployment options for these tools of evaluation and tracking (especially the lat-ter): provide them to the building operator, or develop remote monitoring and diagnostic capabilitiesfor an o�-site user. The former may be appropriate for large buildings, while the latter environmentis important for small and medium-sized buildings that do not have their own engineering sta�.Both options can use the same software and building operations performance data structures underdevelopment in the Building Life-cycle Information Support System (BLISS) project. Also, the datastructures and analysis in this project will build on monitoring and diagnostics established in com-missioning tests de�ned in the Commissioning Information Tools (CIT) project. The commissioningtests will be one-time or short-term intensive performance tests, while this project will focus oncontinuous operations.12.2 BACKGROUNDA key barrier to assuring that building performance meets the highest standards is the lack ofboth real-time performance indicators and baseline performance indicators with which to comparereal buildings. While much of the technology to collect the appropriate raw data currently exists(e.g., EMCS and DDC), the tools do not exist to pro�tably use information or to justify the costof collecting it. If such information existed, both building owners and occupants would be able touse it to better estimate the value of the building services provided, while building operators wouldbetter be able to optimize performance. Increased demand could bring down the unit cost of datacollection. Ultimately such information could feed back to forecasters, building designers and policymakers for use in future buildings.Decision makers currently do not usually consider using building performance indicators becausethey only poorly understand how building performance relates to their own needs and then can-not justify the costs associated with determining that performance. The rationale of the BuildingPerformance Assurance project is to cost-e�ectively improve the delivered performance of buildingsthrough information tools during the operational phases of the building's life. A fundamental part ofthis project must then be to de�ne a metric with which to measure building performance. Becauseof the many di�erent actors and aspects involved with buildings, no single metric can su�ce. A setof them are necessary and can only be compared to each other by the decision makers involved witheach building.12.3 RESEARCH TASKSAs the key barrier is the lack of performance information available to key decision makers includ-ing occupants, operators, and owners, the tasks will focus on demonstrating how to specify, collect,interpret, and communicate the necessary information. Properly communicated performance infor-mation will encourage building operation consistent with original design intent (continuous com-missioning), and will provide operators with tools to make optimum decisions on multiple facets ofbuilding performance. 18



12.3.1 De�ning Building PerformanceThe �rst task in the project is to de�ne the metrics used in measuring building performance andthen to determine what is necessary to monitor in order to quantify them. Each of the potentialactors have di�erent criteria that need to be considered in de�ning building performance:� Occupants care about the indoor environmental conditions including safety, access, health,comfort and aesthetics. HVAC systems and architectural design contribute in quanti�ableways to some of these criteria, but not to others. Evaluating and tracking these conditions isa quality assurance metric for the occupants.� Employers of building occupants care about worker productivity (which is linked to the issuesabove) and rental costs including any O&M. Operations costs include both energy and non-energy components, costs they may be responsible for. Di�erent types of building performancemay have di�erent value to employers depending on their impacts on employee productivity,morale, etc.� Building owners also care about rental and O&M costs that a�ect their pro�tability whencompared to �rst costs of the building and its depreciation. Documenting building performancemay lower O&M costs and permit rent di�erentials between more and less e�cient units.� As agents of the owners, building operators care about O&M issues, but their interests requirethe ability to access and interpret the information easily. They need practical tools whichallow them to understand and modify building operation.� As energy providers, the utilities are interesting in tracking energy (and power) consumptionso as to minimize total delivery costs and to provide valuable customer services. Such trackingalso allows robust evaluation of utility programs.� Society cares about various aspects of buildings that a�ect public good. Such criteria includeenvironmental impacts of buildings and the energy consumption, health and safety of buildingoccupants, and the competitiveness of the businesses within buildings.12.3.2 Analysis of Existing ToolsThis task would begin by reviewing the capabilities of existing performance evaluation and mon-itoring tools, with near-term emphasis on Class A buildings. The principal hardware issues revolvearound EMCS and associated sensors to acquire the data; consideration of data management hard-ware is also needed. Software issues focus on data analysis and database management.With the criteria and associated needs de�ned, the next step would be to evaluate the abilityof current hardware and software tools to deliver the necessary information. After determining thecapacity of the existing tools, there would be a summary of the steps necessary to develop the neededhardware and software.12.3.3 Operations Case StudyThis task will be to provide a working, but not necessarily complete, tool for use by the buildingoperators of a speci�c building. Working in partnership with an interested owner of a leading-edgebuilding, a working mock-up of a tool for building operators would be constructed. This operationstools would take detailed data using the building's EMCS and analyze it to provide tracking andnear real-time evaluation of certain aspects of building performance to the building's operationssta�. 19



12.3.4 Information RepositoriesOne important integrating factor is the need for the archiving of building performance informa-tion. For example, remote monitoring and diagnostic centers could be used to aggregate data, toprovide analysis, including compilation of comparative data, and in some cases to provide remotecontrol. Two-way communication with a repository would support real-time pricing and informationexchange. Further, a remote monitoring and diagnostic center might provide an alternative servicedelivery mechanism, particularly important to small and medium-sized buildings without their ownengineering sta�. The center may also provide needed credibility (impartiality) and research supportto the emerging energy service industry. This task would review the issues and needs associatedwith information repositories.13 ConclusionsIn this paper, we have described the pivotal role of building life-cycle information systems inthe e�cient delivery of end-use energy services (heating, ventilating, air conditioning and lighting)for commercial buildings.We have brie
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